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WHAT WE WILL COVER

Å3-phase liquid filled distribution transformers

ÅkVA

ÅVoltages

ÅBushings

ÅWhich decisions do I leave to the transformer manufacturer?

ÅCurrent Events

ÅExecutive Order

ÅAK Steel



WHAT WE WILL NOTCOVER

ÅClass I Power Transformers

ÅLoad Tap Changers

ÅDry Type Transformers



POLL QUESTION #1



WHAT IS THE ABSOLUTE MINIMUM I CAN SPEC?

ÅkVA

ÅPrimary voltage

ÅSecondary voltage

ÅWe are going to ASSUME

Å3ph pad-mounted or unit substation

ÅDelta primary connection

ÅWye secondary connection

ÅAluminum windings on both

Å65 deg C rise

ÅNo fans

ÅMineral oil

ÅDead front

ÅLoop Feed



USE THIS PRESENTATION FORé.

ÅBuilding a template spec for your 

client



TYPES OF DISTRIBUTION TRANSFORMERS

PAD-MOUNTED

Integral enclosure for bushings.  Must pass 

tamperproof integrity test.

UNIT SUBSTATION

Usually found close coupled to a lineup of 

switchgear

OPEN SUBSTATION

Usually found in substation inside a fence.


